
Wiring Diagram
Aspen Mini / Maxi Pumps using alarm cutout on Active feed
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Note:- Purple & Grey are 
Normally Closed contacts N/C

Original series pumps contacts 
are rated at 3 Amps.

New Silent+ Mini Pumps alarm 
contacts are rated at 5 amps the 

FP3430, FP3420 & FP3312
have BLACK N/C alarm contact 
leads the FP3450 has Purple & 
Grey N/C alarm contact leads.

Suits:- FP2212, FP2210, FP3313, FP1080, FP2406, FP3326, 
FP1056 has BLACK alarm leads. 

New Mini Pumps- FP3430, FP3450, FP3420 & FP3312 .
FP3450 – Is fitted with both N/C & N/O contacts

(Grey=Common, Purple=N/C, Orange=N/O)

Connector
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Note: Aspen Pumps recommend that all pumps are protected by a fuse.
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